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more than 1.5% of the refrigerant re-
ceived by them. 

(j) Effective November 15, 1993, no 
person may sell or distribute, or offer 
for sale or distribution, any appliances, 
except small appliances, unless such 
equipment is equipped with a servicing 
aperture to facilitate the removal of 
refrigerant at servicing and disposal. 

(k) Effective November 15, 1993, no 
person may sell or distribute, or offer 
for sale or distribution any small appli-
ance unless such equipment is equipped 
with a process stub to facilitate the re-
moval of refrigerant at servicing and 
disposal. 

(l) No technician training or testing 
program may issue certificates pursu-
ant to § 82.161 unless the program com-
plies with all of the standards of § 82.161 
and appendix D, and has been granted 
approval. 

(m) No person may sell or distribute, 
or offer for sale or distribution, any 
substance that consists in whole or in 
part of a class I or class II substance 
for use as a refrigerant to any person 
unless: 

(1) The buyer has been certified as a 
Type I, Type II, Type III, or Universal 
technician pursuant to § 82.161; 

(2) The buyer complies with § 82.166(b) 
and employs at least one technician 
who is certified as a Type I, Type II, 
Type III, or Universal technician in ac-
cordance with § 82.161; 

(3) The buyer has been certified in ac-
cordance with 40 CFR part 82, subpart 
B and the refrigerant is either R–12 or 
an approved substitute consisting 
wholly or in part of a class I or class II 
substance for use in motor vehicle air 
conditioners in accordance with 40 CFR 
part 82, subpart G; 

(4) The buyer complies with § 82.166 
(b) and employs at least one technician 
who is certified in accordance with 40 
CFR part 82, subpart B, and the refrig-
erant is either R–12 or an approved sub-
stitute consisting wholly or in part of 
a class I or class II substance for use in 
motor vehicle air conditioners pursu-
ant to 40 CFR part 82, subpart G. Noth-
ing in this provision shall be construed 
to relieve persons of the requirements 
of § 82.34(b) or § 82.42 (b); 

(5) The refrigerant is sold only for 
eventual resale to certified technicians 
or to appliance manufacturers (e.g., 

sold by a manufacturer to a wholesaler, 
sold by a technician to a reclaimer); 

(6) The refrigerant is sold to an appli-
ance manufacturer; 

(7) The refrigerant is contained in an 
appliance with a fully assembled refrig-
erant circuit; or 

(8) The refrigerant is charged into an 
appliance by a certified technician or 
an apprentice during maintenance, 
service, or repair of the appliance. 

(n) It is a violation of this subpart to 
accept a signed statement pursuant to 
§ 82.156(f)(2) if the person knew or had 
reason to know that such a signed 
statement is false. 

(o) Rules stayed for consideration. 
Not withstanding any other provisions 
of this subpart, the effectiveness of 40 
CFR 82.154(m), only as it applies to re-
frigerant contained in appliances with-
out fully assembled refrigerant cir-
cuits, is stayed from April 27, 1995, 
until EPA takes final action on its re-
consideration of these provisions. EPA 
will publish any such final action in 
the FEDERAL REGISTER. 

(p) No person may manufacture or 
import one-time expansion devices 
that contain other than exempted re-
frigerants. 

[58 FR 28712, May 14, 1993, as amended at 59 
FR 42956, Aug. 19, 1994; 59 FR 55926, Nov. 9, 
1994; 60 FR 14610, Mar. 17, 1995; 60 FR 24680, 
May 9, 1995; 61 FR 7726, Feb. 29, 1996; 61 FR 
68508, Dec. 27, 1996; 68 FR 43806, July 24, 2003; 
69 FR 11979, Mar. 12, 2004; 70 FR 19278, Apr. 13, 
2005] 

§ 82.156 Required practices. 
(a) All persons disposing of appli-

ances, except for small appliances, 
MVACs, and MVAC-like appliances 
must evacuate the refrigerant, includ-
ing all the liquid refrigerant, in the en-
tire unit to a recovery or recycling ma-
chine certified pursuant to § 82.158. All 
persons opening appliances except for 
MVACs and MVAC-like appliances for 
maintenance, service, or repair must 
evacuate the refrigerant, including all 
the liquid refrigerant (except as pro-
vided in paragraph (a)(2)(i)(B) of this 
section), in either the entire unit or 
the part to be serviced (if the latter 
can be isolated) to a system receiver 
(e.g., the remaining portions of the ap-
pliance, or a specific vessel within the 
appliance) or a recovery or recycling 
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machine certified pursuant to § 82.158. 
A technician must verify that the ap-
plicable level of evacuation has been 
reached in the appliance or the part be-
fore it is opened. 

(1) Persons opening appliances except 
for small appliances, MVACs, and 
MVAC-like appliances for mainte-
nance, service, or repair must evacuate 
to the levels in table 1 before opening 
the appliance, unless 

(i) Evacuation of the appliance to the 
atmosphere is not to be performed 
after completion of the maintenance, 
service, or repair, and the mainte-
nance, service, or repair is not major as 
defined at § 82.152; or 

(ii) Due to leaks in the appliance, 
evacuation to the levels in table 1 is 
not attainable, or would substantially 
contaminate the refrigerant being re-
covered; or 

(iii) The recycling or recovery equip-
ment was certified pursuant to 
§ 82.158(b)(2). In any of these cases, the 
requirements of § 82.156(a)(2) must be 
followed. 

(2)(i) If evacuation of the appliance 
to the atmosphere is not to be per-
formed after completion of the mainte-
nance, service, or repair, and if the 
maintenance, service, or repair is not 
major as defined at § 82.152, the appli-
ance must: 

(A) Be evacuated to a pressure no 
higher than 0 psig before it is opened if 
it is a high- or very high-pressure ap-
pliance; 

(B) Be pressurized to a pressure no 
higher than 0 psig before it is opened if 
it is a low-pressure appliance. Persons 
must cover openings when isolation is 
not possible. Persons pressurizing low- 
pressure appliances that use refrig-
erants with boiling points at or below 
85 degrees Fahrenheit at 29.9 inches of 
mercury (standard atmospheric pres-
sure), (e.g. R–11 and R–123), must not 
use methods such as nitrogen, that re-
quire subsequent purging. Persons 
pressurizing low-pressure appliances 
that use refrigerants with boiling 
points above 85 degrees Fahrenheit at 
29.9 inches of mercury, e.g., R–113, must 
use heat to raise the internal pressure 
of the appliance as much as possible, 

but may use nitrogen to raise the in-
ternal pressure of the appliance from 
the level attainable through use of 
heat to atmospheric pressure; or 

(C) For the purposes of oil changes, 
be evacuated or pressurized to a pres-
sure no higher than 5 psig, before it is 
opened; or drain the oil into a system 
receiver to be evacuated or pressurized 
to a pressure no higher than 5 psig. 

(ii) If, due to leaks in the appliance, 
evacuation to the levels in table 1 is 
not attainable, or would substantially 
contaminate the refrigerant being re-
covered, persons opening the appliance 
must: 

(A) Isolate leaking from non-leaking 
components wherever possible; 

(B) Evacuate non-leaking compo-
nents to be opened to the levels speci-
fied in table 1; and 

(C) Evacuate leaking components to 
be opened to the lowest level that can 
be attained without substantially con-
taminating the refrigerant. In no case 
shall this level exceed 0 psig. 

(iii) If the recycling or recovery 
equipment was certified pursuant to 
§ 82.158(b)(2), technicians must follow 
the manufacturer’s directions for 
achieving the required recovery effi-
ciency. 

(3) Persons disposing of appliances 
except for small appliances, MVACs, 
and MVAC-like appliances, must evac-
uate to the levels in table 1 unless, due 
to leaks in the appliance, evacuation to 
the levels in table 1 is not attainable, 
or would substantially contaminate 
the refrigerant being recovered. If, due 
to leaks in the appliance, evacuation to 
the levels in table 1 is not attainable, 
or would substantially contaminate 
the refrigerant being recovered, per-
sons disposing of the appliance must: 

(i) Isolate leaking from non-leaking 
components wherever possible; 

(ii) Evacuate non-leaking compo-
nents to the levels specified in table 1; 
and 

(iii) Evacuate leaking components to 
the lowest level that can be attained 
without substantially contaminating 
the refrigerant. In no case shall this 
level exceed 0 psig. 
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TABLE 1—REQUIRED LEVELS OF EVACUATION FOR APPLIANCES 
[Except for small appliances, MVACs, and MVAC-like appliances] 

Type of appliance 

Inches of Hg vacuum 
(relative to standard atmospheric pressure of 

29.9 inches Hg) 

Using recovery 
or 

recycling equip-
ment manufac-

tured or 
imported before 
November 15, 

1993 

Using recovery or 
recycling equipment manufac-

tured or 
imported on or after 
November 15, 1993 

Very high-pressure appliance ............................................................................ 0 0 
High-pressure appliance, or isolated component of such appliance, normally 

containing less than 200 pounds of refrigerant.
0 0 

High-pressure appliance, or isolated component of such appliance, normally 
containing 200 pounds or more of refrigerant.

4 10 

Medium-pressure appliance, or isolated component of such appliance, nor-
mally containing less than 200 pounds of refrigerant.

4 10 

Medium-pressure appliance, or isolated component of such appliance, nor-
mally containing 200 pounds or more of refrigerant.

4 15 

Low-pressure appliance ..................................................................................... 25 25 mm Hg absolute 

(4) Persons opening small appliances 
for maintenance, service, or repair 
must: 

(i) When using recycling and recovery 
equipment manufactured before No-
vember 15, 1993, recover 80% of the re-
frigerant in the small appliance; or 

(ii) When using recycling or recovery 
equipment manufactured on or after 
November 15, 1993, recover 90% of the 
refrigerant in the appliance when the 
compressor in the appliance is oper-
ating, or 80% of the refrigerant in the 
appliance when the compressor in the 
appliance is not operating; or 

(iii) Evacuate the small appliance to 
four inches of mercury vacuum. 

(5) Persons opening MVAC-like appli-
ances for maintenance, service, or re-
pair may do so only while properly 
using, as defined at § 82.32(e), recycling 
or recovery equipment certified pursu-
ant to § 82.158 (f) or (g), as applicable. 

(b) All persons opening appliances ex-
cept for small appliances, MVACs, and 
MVAC-like appliances for mainte-
nance, service, or repair and all persons 
disposing of appliances except small 
appliances, MVACs, and MVAC-like ap-
pliances must have at least one piece 
of certified, self-contained recovery or 
recycling equipment available at their 
place of business. Persons who main-
tain, service, repair, or dispose of only 
appliances that they own and that con-
tain pump-out units are exempt from 
this requirement. This exemption does 

not relieve such persons from other ap-
plicable requirements of this section. 

(c) System-dependent equipment 
shall not be used with appliances nor-
mally containing more than 15 pounds 
of refrigerant, unless the system-de-
pendent equipment is permanently at-
tached to the appliance as a pump-out 
unit. 

(d) All recovery or recycling equip-
ment shall be used in accordance with 
the manufacturer’s directions unless 
such directions conflict with the re-
quirements of this subpart. 

(e) Refrigerant may be returned to 
the appliance from which it is recov-
ered or to another appliance owned by 
the same person without being recycled 
or reclaimed, unless the appliance is an 
MVAC or MVAC-like appliance. 

(f) Effective July 13, 1993, persons 
who take the final step in the disposal 
process (including but not limited to 
scrap recyclers and landfill operators) 
of a small appliance, room air condi-
tioning, MVACs, or MVAC-like appli-
ances must either: 

(1) Recover any remaining refrig-
erant from the appliance in accordance 
with paragraph (g) or (h) of this sec-
tion, as applicable; or 

(2) Verify that the refrigerant has 
been evacuated from the appliance or 
shipment of appliances previously. 
Such verification must include a 
signed statement from the person from 
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whom the appliance or shipment of ap-
pliances is obtained that all refrigerant 
that had not leaked previously has 
been recovered from the appliance or 
shipment of appliances in accordance 
with paragraph (g) or (h) of this sec-
tion, as applicable. This statement 
must include the name and address of 
the person who recovered the refrig-
erant and the date the refrigerant was 
recovered or a contract that refrig-
erant will be removed prior to delivery. 

(3) Persons complying with para-
graph (f)(2) of this section must notify 
suppliers of appliances that refrigerant 
must be properly removed before deliv-
ery of the items to the facility. The 
form of this notification may be warn-
ing signs, letters to suppliers, or other 
equivalent means. 

(g) All persons recovering refrigerant 
from MVACs and MVAC-like appli-
ances for purposes of disposal of these 
appliances must reduce the system 
pressure to or below 102 mm of mercury 
vacuum, using equipment that meets 
the standards set forth in § 82.158(l). 

(h) All persons recovering the refrig-
erant from small appliances for pur-
poses of disposal of these appliances 
must either: 

(1) Recover 90% of the refrigerant in 
the appliance when the compressor in 
the appliance is operating, or 80% of 
the refrigerant in the appliance when 
the compressor in the appliance is not 
operating; or 

(2) Evacuate the small appliance to 
four inches of mercury vacuum. 

(i)(1) Owners or operators of commer-
cial refrigeration equipment normally 
containing more than 50 pounds of re-
frigerant must have leaks repaired in 
accordance with paragraph (i)(9) of this 
section, if the appliance is leaking at a 
rate such that the loss of refrigerant 
will exceed 35 percent of the total 
charge during a 12-month period, ex-
cept as described in paragraphs (i)(6), 
(i)(8), and (i)(10) of this section and 
paragraphs (i)(1)(i), (i)(1)(ii), and 
(i)(1)(iii) of this section. Repairs must 
bring the annual leak rate to below 35 
percent. 

(i) If the owners or operators of the 
federally-owned commercial refrig-
erant appliances determine that the 
leaks cannot be repaired in accordance 
with paragraph (i)(9) of this section and 

that an extension in accordance with 
the requirements discussed in this 
paragraph (i)(1)(i) of this section apply, 
they must document all repair efforts, 
and notify EPA of their inability to 
comply within the 30-day repair re-
quirement, and the reason for the in-
ability must be submitted to EPA in 
accordance with § 82.166(n). Such notifi-
cation must be made within 30 days of 
discovering the leaks. EPA will deter-
mine if the extension requested in ac-
cordance with the requirements dis-
cussed in paragraph (i)(1)(i) of this sec-
tion is justified. If the extension is not 
justified, EPA will notify the owner/op-
erator within 30 days of receipt of the 
notification. 

(ii) Owners or operators of federally- 
owned commercial refrigeration equip-
ment may have more than 30 days to 
repair leaks if the refrigeration appli-
ance is located in an area subject to ra-
diological contamination or where the 
shutting down of the appliance will di-
rectly lead to radiological contamina-
tion. Only the additional time needed 
to conduct and complete repairs in a 
safe working environment will be per-
mitted. 

(iii) Owners or operators of federally- 
owned commercial refrigeration equip-
ment requesting or who are granted 
time extensions under this paragraph 
must comply with paragraphs (i)(3) and 
(i)(4) of this section. 

(2) The owners or operators of indus-
trial process refrigeration equipment 
normally containing more than 50 
pounds of refrigerant must have leaks 
repaired if the appliance is leaking at a 
rate such that the loss of refrigerant 
will exceed 35 percent of the total 
charge during a 12-month period in ac-
cordance with paragraph (i)(9) of this 
section, except as described in para-
graphs (i)(6), (i)(7) and (i)(10) of this 
section, and paragraphs (i)(2)(i) and 
(i)(2)(ii) of this section. Repairs must 
bring annual leak rates to below 35 per-
cent during a 12-month period. If the 
owners or operators of the industrial 
process refrigeration equipment deter-
mine that the leak rate cannot be 
brought to below 35 percent during a 
12-month period within 30 days (or 120 
days, where an industrial process shut-
down in accordance with paragraph 
(i)(2)(ii) of this section is required,) and 
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in accordance with paragraph (i)(9) of 
this section, and that an extension in 
accordance with the requirements dis-
cussed in this paragraph apply, the 
owners or operators of the appliance 
must document all repair efforts, and 
notify EPA of the reason for the inabil-
ity in accordance with § 82.166(n) within 
30 days of making this determination. 
Owners or operators who obtain an ex-
tension pursuant to this section or 
elect to utilize the additional time pro-
vided in paragraph (i)(2)(i) of this sec-
tion, must conduct all necessary leak 
repairs, if any, that do not require any 
additional time beyond the initial 30 or 
120 days. 

(i) The owners or operators of indus-
trial process refrigeration equipment 
are permitted more than 30 days (or 120 
days where an industrial process shut-
down in accordance with paragraph 
(i)(2)(ii) of this section is required) to 
repair leaks, if the necessary parts are 
unavailable or if requirements of other 
applicable federal, state, or local regu-
lations make a repair within 30 or 120 
days impossible. Only the additional 
time needed to receive delivery of the 
necessary parts or to comply with the 
pertinent regulations will be per-
mitted. 

(ii) Owners or operators of industrial 
process refrigeration equipment will 
have a 120-day repair period, rather 
than a 30-day repair period, to repair 
leaks in instances where an industrial 
process shutdown is needed to repair a 
leak or leaks from industrial process 
refrigeration equipment. 

(3) Owners or operators of industrial 
process refrigeration equipment and 
owners or operators of federally-owned 
commercial refrigeration equipment or 
of federally-owned comfort cooling ap-
pliances who are granted additional 
time under paragraphs (i)(1) or (i)(5) of 
this section, must have repairs per-
formed in a manner that sound profes-
sional judgment indicates will bring 
the leak rate below the applicable al-
lowable leak rate. When an industrial 
process shutdown has occurred or when 
repairs have been made while an appli-
ance is mothballed, the owners or oper-
ators shall conduct an initial 
verification test at the conclusion of 
the repairs and a follow-up verification 
test. The follow-up verification test 

shall be conducted within 30 days of 
completing the repairs or within 30 
days of bringing the appliance back on- 
line, if taken off-line, but no sooner 
than when the appliance has achieved 
normal operating characteristics and 
conditions. When repairs have been 
conducted without an industrial proc-
ess shutdown or system mothballing, 
an initial verification test shall be con-
ducted at the conclusion of the repairs, 
and a follow-up verification test shall 
be conducted within 30 days of the ini-
tial verification test. In all cases, the 
follow-up verification test shall be con-
ducted at normal operating character-
istics and conditions, unless sound pro-
fessional judgment indicates that tests 
performed at normal operating charac-
teristics and conditions will produce 
less reliable results, in which case the 
follow-up verification test shall be con-
ducted at or near the normal operating 
pressure where practicable, and at or 
near the normal operating temperature 
where practicable. 

(i) If the owners or operators of in-
dustrial process refrigeration equip-
ment takes the appliance off-line, or if 
the owners or operators of federally- 
owned commercial refrigeration or of 
federally-owned comfort cooling appli-
ances who are granted additional time 
under paragraphs (i)(1) or (i)(5) of this 
section take the appliance off-line, 
they cannot bring the appliance back 
on-line until an initial verification test 
indicates that the repairs undertaken 
in accordance with paragraphs (i)(1)(i), 
(ii), (iii), or (i)(2)(i) and (ii), or (5)(i), 
(ii), and (iii) of this section have been 
successfully completed, demonstrating 
the leak or leaks are repaired. The 
owners or operators of the industrial 
process refrigeration equipment, feder-
ally-owned commercial refrigeration 
appliances, or federally-owned comfort 
cooling appliances are exempted from 
this requirement only where the own-
ers or operators will retrofit or retire 
the industrial process refrigeration 
equipment, federally-owned commer-
cial refrigeration appliance, or feder-
ally-owned comfort cooling appliance 
in accordance with paragraph (i)(6) of 
this section. Under this exemption, the 
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owner or operators may bring the in-
dustrial process refrigeration equip-
ment, federally-owned commercial re-
frigeration appliance, or federally- 
owned comfort cooling appliance back 
on-line without successful completion 
of an initial verification test. 

(ii) If the follow-up verification test 
indicates that the repairs to industrial 
process refrigeration equipment, feder-
ally-owned commercial refrigeration 
equipment, or federally-owned comfort 
cooling appliances have not been suc-
cessful, the owner or operator must 
retrofit or retire the equipment in ac-
cordance with paragraph (i)(6) and any 
such longer time period as may apply 
under paragraphs (i)(7)(i), (ii) and (iii) 
or (i)(8)(i) and (ii) of this section. The 
owners and operators of the industrial 
process refrigeration equipment, feder-
ally-owned commercial refrigeration 
equipment, or federally-owned comfort 
cooling appliances are relieved of this 
requirement if the conditions of para-
graphs (i)(3)(iv) and/or (i)(3)(v) of this 
section are met. 

(iii) The owner or operator of indus-
trial process refrigeration equipment 
that fails a follow-up verification test 
must notify EPA within 30 days of the 
failed follow-up verification test in ac-
cordance with § 82.166(n). 

(iv) The owner or operator is relieved 
of the obligation to retrofit or replace 
the industrial process refrigeration 
equipment as discussed in paragraph 
(i)(6) of this section if second repair ef-
forts to fix the same leaks that were 
the subject of the first repair efforts 
are successfully completed within 30 
days or 120 days where an industrial 
process shutdown is required, after the 
initial failed follow-up verification 
test. The second repair efforts are sub-
ject to the same verification require-
ments of paragraphs (i)(3), (i)(3) (i) and 
(ii) of this section. The owner or oper-
ator is required to notify EPA within 
30 days of the successful follow-up 
verification test in accordance with 
§ 82.166(n) and the owner or operator is 
no longer subject to the obligation to 
retrofit or replace the appliance that 
arose as a consequence of the initial 
failure to verify that the leak repair ef-
forts were successful. 

(v) The owner or operator of indus-
trial process refrigeration equipment is 

relieved of the obligation to retrofit or 
replace the equipment in accordance 
with paragraph (i)(6) of this section if 
within 180 days of the initial failed fol-
low-up verification test, the owner or 
operator establishes that the appli-
ance’s annual leak rate does not exceed 
the applicable allowable annual leak 
rate, in accordance with paragraph 
(i)(4) of this section. If the appliance’s 
owner or operator establishes that the 
appliance’s annual leak rate does not 
exceed the applicable allowable annual 
leak rate, the owner or operator is re-
quired to notify EPA within 30 days of 
that determination in accordance with 
§ 82.166(n) and the owner or operator 
would no longer be subject to the obli-
gation to retrofit or replace the equip-
ment that arose as a consequence of 
the initial failure to verify that the 
leak repair efforts were successful. 

(4) In the case of a failed follow-up 
verification test subject to paragraph 
(i)(3)(v) of this section, the determina-
tion of whether industrial process re-
frigeration equipment has an annual 
leak rate that exceeds the applicable 
allowable annual leak rate will be 
made in accordance with parameters 
identified by the owner or operator in 
its notice to EPA regarding the failure 
of the initial follow-up verification 
test, if those parameters are acceptable 
to EPA; otherwise by parameters se-
lected by EPA. The determination 
must be based on the full charge for 
the affected industrial process refrig-
eration equipment. The leak rate de-
termination parameters in the owner’s 
or operator’s notice will be considered 
acceptable unless EPA notifies the 
owners or operators within 30 days of 
receipt of the notice. Where EPA does 
not accept the parameters identified by 
the owner or operator in its notice, 
EPA will not provide additional time 
beyond the additional time permitted 
in paragraph (i)(3)(v) of this section un-
less specifically stated in the param-
eters selected by EPA. 

(5) Owners or operators of comfort 
cooling appliances normally containing 
more than 50 pounds of refrigerant and 
not covered by paragraph (i)(1) or (i)(2) 
of this section must have leaks re-
paired in accordance with paragraph 
(i)(9) of this section if the appliance is 
leaking at a rate such that the loss of 
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refrigerant will exceed 15 percent of 
the total charge during a 12-month pe-
riod, except as described in paragraphs 
(i)(6), (i)(8) and (i)(10) of this section 
and paragraphs (i)(5)(i), (i)(5)(ii) and 
(i)(5)(iii) of this section. Repairs must 
bring the annual leak rate to below 15 
percent. 

(i) If the owners or operators of feder-
ally-owned comfort-cooling appliances 
determine that the leaks cannot be re-
paired in accordance with paragraph 
(i)(9) of this section and that an exten-
sion in accordance with the require-
ments discussed in paragraph (i)(5) of 
this section apply, they must docu-
ment all repair efforts, and notify EPA 
of their inability to comply within the 
30-day repair requirement, and the rea-
son for the inability must be submitted 
to EPA in accordance with § 82.166(n). 
Such notification must be made within 
30 days of discovering that leak repair 
efforts cannot be completed within 30 
days. 

(ii) Owners or operators of federally- 
owned comfort-cooling appliances may 
have more than 30 days to repair leaks 
where the refrigeration appliance is lo-
cated in an area subject to radiological 
contamination or where the shutting 
down of the appliance will directly lead 
to radiological contamination. Only 
the additional time needed to conduct 
and complete work in a safe environ-
ment will be permitted. 

(iii) Owners or operators of federally- 
owned comfort-cooling appliances re-
questing, or who are granted, time ex-
tensions under this paragraph must 
comply with paragraphs (i)(3) and (i)(4) 
of this section. 

(6) Owners or operators are not re-
quired to repair leaks as provided in 
paragraphs (i)(1), (i)(2), and (i)(5) of this 
section if, within 30 days of discovering 
a leak greater than the applicable al-
lowable leak rate, or within 30 days of 
a failed follow-up verification test, or 
after making good faith efforts to re-
pair the leaks as described in para-
graph (i)(6)(i) of this section, they de-
velop a one-year retrofit or retirement 
plan for the leaking appliance. Owners 
or operators who decide to retrofit the 
appliance must use a refrigerant or 
substitute with a lower or equivalent 
ozone-depleting potential than the pre-
vious refrigerant and must include 

such a change in the retrofit plan. 
Owners or operators who retire and re-
place the appliance must replace the 
appliance with an appliance that uses a 
refrigerant or substitute with a lower 
or equivalent ozone-depleting potential 
and must include such a change in the 
retirement plan. The retrofit or retire-
ment plan (or a legible copy) must be 
kept at the site of the appliance. The 
original plan must be made available 
for EPA inspection upon request. The 
plan must be dated, and all work per-
formed in accordance with the plan 
must be completed within one year of 
the plan’s date, except as described in 
paragraphs (i)(6)(i), (i)(7), and (i)(8) of 
this section. Owners or operators are 
temporarily relieved of this obligation 
if the appliance has undergone system 
mothballing as defined in § 82.152. 

(i) If the owner or operator has made 
good faith efforts to repair leaks from 
the appliance in accordance with para-
graphs (i)(1), (i)(2), or (i)(5) of this sec-
tion and has decided prior to com-
pleting a follow-up verification test, to 
retrofit or retire the appliance in ac-
cordance with paragraph (i)(6) of this 
section, the owner or operator must de-
velop a retrofit or retirement plan 
within 30 days of the decision to ret-
rofit or retire the appliance. The owner 
or operator must complete the retrofit 
or retirement of the appliance within 
one year and 30 days of when the owner 
or operator discovered that the leak 
rate exceeded the applicable allowable 
leak rate, except as provided in para-
graphs (i)(7) and (i)(8) of this section. 

(ii) In all cases, subject to paragraph 
(i)(6)(i) of this section, the written plan 
shall be prepared no later than 30 days 
after the owner or operator has deter-
mined to proceed with retrofitting or 
retiring the appliance. All reports re-
quired under § 82.166(o) shall be due at 
the time specified in the paragraph im-
posing the specific reporting require-
ment, or no later than 30 days after the 
decision to retrofit or retire the appli-
ance, whichever is later. 

(iii) In cases where the owner or oper-
ator of industrial process refrigeration 
equipment has made good faith efforts 
to retrofit or retire industrial process 
refrigeration equipment prior to Au-
gust 8, 1995, and where these efforts are 
not complete, the owner or operator 
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must develop a retrofit or retirement 
plan that will complete the retrofit or 
retirement of the affected appliance by 
August 8, 1996. This plan (or a legible 
copy) must be kept at the site of the 
appliance. The original must be made 
available for EPA inspection upon re-
quest. Where the conditions of para-
graphs (i)(7) and (i)(8) of this section 
apply, and where the length of time 
necessary to complete the work is be-
yond August 8, 1996, all records must be 
submitted to EPA in accordance with 
§ 82.166(o), as well as maintained on- 
site. 

(7) The owners or operators of indus-
trial process refrigeration equipment 
will be allowed additional time to com-
plete the retrofit or retirement of in-
dustrial process refrigeration equip-
ment if the conditions described in 
paragraphs (i)(7)(i) or (i)(7)(ii) of this 
section are met. The owners or opera-
tors of industrial process refrigeration 
equipment will be allowed additional 
time beyond the additional time pro-
vided in paragraph (i)(7)(ii) of this sec-
tion if the conditions described in para-
graph (i)(7)(iii) of this section are met. 

(i) Additional time, to the extent rea-
sonably necessary will be allowed for 
retrofitting or retiring industrial proc-
ess refrigeration equipment due to 
delays occasioned by the requirements 
of other applicable federal, state, or 
local laws or regulations, or due to the 
unavailability of a suitable replace-
ment refrigerant with a lower ozone de-
pletion potential. If these cir-
cumstances apply, the owner or oper-
ator of the facility must notify EPA 
within six months after the 30-day pe-
riod following the discovery of an ex-
ceedance of the 35 percent leak rate. 
Records necessary to allow EPA to de-
termine that these provisions apply 
and the length of time necessary to 
complete the work must be submitted 
to EPA in accordance with § 82.166(o), 
as well as maintained on-site. EPA will 
notify the owner or operator of its de-
termination within 60 days of receipt 
the submittal. 

(ii) An additional one-year period be-
yond the initial one-year retrofit pe-
riod is allowed for industrial process 
refrigeration equipment where the fol-
lowing criteria are met: 

(A) The new or the retrofitted indus-
trial process refrigerant equipment is 
custom-built; 

(B) The supplier of the appliance or 
one or more of its critical components 
has quoted a delivery time of more 
than 30 weeks from when the order is 
placed; 

(C) The owner or operator notifies 
EPA within six months of the expira-
tion of the 30-day period following the 
discovery of an exceedance of the 35 
percent leak rate to identify the owner 
or operator, describe the appliance in-
volved, explain why more than one 
year is needed, and demonstrate that 
the first two criteria are met in accord-
ance with § 82.166(o); and 

(D) The owner or operator maintains 
records that are adequate to allow a 
determination that the criteria are 
met. 

(iii) The owners or operators of in-
dustrial process refrigeration equip-
ment may request additional time to 
complete retrofitting or retiring indus-
trial process refrigeration equipment 
beyond the additional one-year period 
if needed and where the initial addi-
tional one year was granted in accord-
ance with paragraph (i)(7)(ii) of this 
section. The request shall be submitted 
to EPA before the end of the ninth 
month of the first additional year and 
shall include revisions of information 
required under § 82.166(o). Unless EPA 
objects to this request submitted in ac-
cordance with § 82.166(o) within 30 days 
of receipt, it shall be deemed approved. 

(8) Owners or operators of federally- 
owned commercial or comfort-cooling 
appliances will be allowed an addi-
tional year to complete the retrofit or 
retirement of the appliances if the con-
ditions described in paragraph (i)(8)(i) 
of this section are met, and will be al-
lowed one year beyond the additional 
year if the conditions in paragraph 
(i)(8)(ii) of this section are met. 

(i) Up to one additional one-year pe-
riod beyond the initial one-year ret-
rofit period is allowed for such equip-
ment where the following criteria are 
met: 

(A) Due to complications presented 
by the federal agency appropriations 
and/or procurement process, a delivery 
time of more than 30 weeks from the 
beginning of the official procurement 
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process is quoted, or where the appli-
ance is located in an area subject to ra-
diological contamination and creating 
a safe working environment will re-
quire more than 30 weeks; 

(B) The operator notifies EPA within 
six months of the expiration of the 30- 
day period following the discovery of 
an exceedance of the applicable allow-
able annual leak rate to identify the 
operator, describe the appliance in-
volved, explain why more than one 
year is needed, and demonstrate that 
the first criterion is met in accordance 
with § 82.166(o); and 

(C) The operator maintains records 
adequate to allow a determination that 
the criteria are met. 

(ii) The owners or operators of feder-
ally-owned commercial or comfort- 
cooling appliances may request addi-
tional time to complete retrofitting, 
replacement or retiring such appli-
ances beyond the additional one-year 
period if needed and where the initial 
additional one year was granted in ac-
cordance with paragraph (i)(8)(i) of this 
section. The request shall be submitted 
to EPA before the end of the ninth 
month of the first additional year and 
shall include revisions of information 
earlier submitted as required under 
§ 82.166(o). Unless EPA objects to this 
request submitted in accordance with 
§ 82.166(o) within 30 days of receipt, it 
shall be deemed approved. 

(9) Owners or operators must repair 
leaks pursuant to paragraphs (i)(1), 
(i)(2) and (i)(5) of this section within 30 
days after discovery, or within 30 days 
after when the leaks should have been 
discovered if the owners intentionally 
shielded themselves from information 
which would have revealed a leak, un-
less granted additional time pursuant 
to § 82.156(i). 

(10) The amount of time for owners 
and operators to complete repairs, ret-
rofit plans or retrofits/replacements/ 
retirements under paragraphs (i)(1), 
(i)(2), (i)(5), (i)(6), (i)(7), (i)(8), and (i)(9) 
of this section is temporarily sus-
pended at the time an appliance is 
mothballed as defined in § 82.152. The 
time for owners and operators to com-
plete repairs, retrofit plans, or retro-
fits/replacements will resume on the 
day the appliance is brought back on- 
line and is no longer considered 

mothballed. All initial and follow-up 
verification tests must be performed in 
accordance with paragraphs (i)(3), 
(i)(3)(i), and (i)(3)(ii) of this section. 

(11) In calculating annual leak rates, 
purged refrigerant that is destroyed at 
a verifiable destruction efficiency of 98 
percent or greater will not be counted 
toward the leak rate. Owners or opera-
tors destroying purged refrigerants 
must maintain information as set forth 
in § 82.166(p)(1) and submit to EPA, 
within 60 days after the first time such 
exclusion is used by that facility, infor-
mation set forth in § 82.166(p)(2). 

[58 FR 28712, May 14, 1993, as amended at 59 
FR 42956, 42962, Aug. 19, 1994; 59 FR 55926, 
Nov. 9, 1994; 60 FR 40440, Aug. 8, 1995; 68 FR 
43807, July 24, 2003; 69 FR 11979, Mar. 12, 2004; 
70 FR 1991, Jan. 11, 2005] 

§ 82.158 Standards for recycling and 
recovery equipment. 

(a) Effective September 22, 2003, all 
manufacturers and importers of recy-
cling and recovery equipment intended 
for use during the maintenance, serv-
ice, or repair of appliances except 
MVACs and MVAC-like appliances or 
during the disposal of appliances ex-
cept small appliances, MVACs, and 
MVAC-like appliances, shall have had 
such equipment certified by an ap-
proved equipment testing organization 
to meet the applicable requirements in 
paragraph (b)(1), (b)(2), or (d) of this 
section. All manufacturers and import-
ers of recycling and recovery equip-
ment intended for use during the main-
tenance, service, or repair of MVAC- 
like appliances shall have had such 
equipment certified pursuant to 
§ 82.36(a). 

(b) Equipment manufactured or im-
ported on or after November 15, 1993 
and before September 22, 2003, for use 
during the maintenance, service, or re-
pair of appliances except small appli-
ances, MVACs, and MVAC-like appli-
ances or during the disposal of appli-
ances except small appliances, MVACs, 
and MVAC-like appliances must be cer-
tified by an approved equipment test-
ing organization to meet the require-
ments of paragraph (b)(1) of this sec-
tion and the following requirements 
below. Equipment manufactured or im-
ported on or after September 22, 2003, 
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